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Component  2015 IECC  2017 FEC  2015 IECC  2017 FEC 
       
Conditioned floor area (ft2)  
(one story / two story) 
2,000 / 2,400  2,000 / 2,400  2,000 / 2,400  2,000 / 2,400 
Foundation type   SOG  SOG  SOG  SOG 
Floor perimeter R‐value   0  0  0  0 
Wall type  Wood Frame  Wood Frame Wood Frame  Wood Frame
Wall insul. R‐value  13  13  13  13 
Wall solar absorptance   0.75  0.75  0.75  0.75 
Window area (ft2) 
(one story / two story) 
300 / 360  300 / 360  300 / 360  300 / 360 
Window U‐factor   0.5  0.5  0.4  0.4 
Window SHGC   0.25  0.25  0.25  0.25 
Roofing material  Comp. Shingles  Comp. Shingles  Comp. Shingles  Comp. Shingles 
Roof solar absorptance   0.92  0.92  0.92  0.92 
Attic ventilation  Vented 1/300  Vented 1/300  Vented 1/300  Vented 1/300 
Ceiling insul. R‐value  30  30  38  38 
Envelope ACH50 (air chng/hr 
@ 50pa) 
5  7  5  7 
HP SEER / HSPF   14 / 8.2  14 / 8.2  14 / 8.2   14 / 8.2 
AHU location   Garage  Garage  Garage  Garage 
Duct insul. R‐value  8  8  8  8 
Duct location   Attic   Attic  Attic  Attic 
Duct leakage  Qnout= 0.04  Qnout= 0.04  Qnout= 0.04  Qnout= 0.04 
Heating / Cooling set points 
(oF) 
72 / 75  72 / 75  72 / 75  72 / 75 
# of bedrooms (one story / 
two story) 
3 / 4  3 / 4  3 / 4  3 / 4 
Water heater size (gallons)  50  50  50  50 
Water heater EF (Electric)  0.945  0.945  0.945  0.945 
Water heater location  Garage  Garage  Garage  Garage 































Heating Cooling Wtr Htg Total
City (kWh/yr) (kWh/yr) (kWh/yr) (kWh/yr)
FEC 127 6044 2090 8261
Miami IECC 113 5801 2117 8031
Diff. 14 243 ‐27 230
FEC 632 4560 2315 7507
Tampa IECC 568 4374 2345 7287
Diff. 64 186 ‐30 220
FEC 1724 3177 2550 7451
Jacksonville IECC 1577 3060 2582 7219
Diff. 147 117 ‐32 232
Heating Cooling Wtr Htg Total
City (kWh/yr) (kWh/yr) (kWh/yr) (kWh/yr)
FEC 170 7134 2429 9733
Miami IECC 152 6851 2457 9460
Diff. 18 283 ‐28 273
FEC 769 5636 2691 9096
Tampa IECC 695 5417 2721 8833
Diff. 74 219 ‐30 263
FEC 1952 4058 2965 8975
Jacksonville IECC 1785 3912 2997 8694
















Component  2015 IECC  2017 FEC  2015 IECC  2017 FEC 
       
Conditioned floor area (ft2)  
(one story / two story) 
2,000 / 2,400  2,000 / 2,400  2,000 / 2,400  2,000 / 2,400 
Foundation type   SOG  SOG  SOG  SOG 
Floor perimeter R‐value   0  0  0  0 
Wall type  Wood Frame  Wood Frame Wood Frame  Wood Frame
Wall insul. R‐value*  9.56  9.56  9.56  9.56 
Wall solar absorptance   0.75  0.75  0.75  0.75 
Window area (ft2) 
(one story / two story) 
300 / 360  300 / 360  300 / 360  300 / 360 
Window U‐factor   0.5  0.5  0.4  0.4 
Window SHGC   0.25  0.25  0.25  0.25 
Roofing material  Comp. Shingles  Comp. Shingles  Comp. Shingles  Comp. Shingles 
Roof solar absorptance   0.75  0.75  0.75  0.75 
Attic ventilation  Vented 1/300  Vented 1/300  Vented 1/300  Vented 1/300 
Ceiling insul. R‐value*  24  24  28.7  28.7 
Envelope ACH50 (air chng/hr 
@ 50pa) 
5  7  5  7 































72 / 75  72 / 75  72 / 75  72 / 75 
# of bedrooms (one story / 
two story) 
3 / 4  3 / 4  3 / 4  3 / 4 





Water heater EF (Electric)  0.945  0.945  0.945  0.945 
Water heater location  Garage  Garage  Garage  Garage 





























































Heating Cooling Wtr Htg Total
City (kWh/yr) (kWh/yr) (kWh/yr) (kWh/yr)
FEC 136 5708 2090 7934
Miami Wgtd. IECC 134 5702 2118 7954
Diff. 2 6 ‐28 ‐20
FEC 630 4293 2315 7238
Tampa Wgtd. IECC 617 4311 2345 7273
Diff. 13 ‐18 ‐30 ‐35
FEC 1678 3048 2550 7276
Jacksonville Wgtd. IECC 1663 3053 2583 7299
Diff. 15 ‐5 ‐33 ‐23
Heating Cooling Wtr Htg Total
City (kWh/yr) (kWh/yr) (kWh/yr) (kWh/yr)
FEC 186 6753 2429 9368
Miami Wgtd. IECC 182 6740 2457 9379
Diff. 4 13 ‐28 ‐11
FEC 770 5328 2691 8789
Tampa Wgtd. IECC 757 5346 2721 8825
Diff. 13 ‐18 ‐30 ‐36
FEC 1915 3920 2965 8800
Jacksonville Wgtd. IECC 1895 3924 2998 8817
Diff 20 ‐4 ‐33 ‐17
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2017 FEC to be slightly more stringent than the weighted 2015 IECC for both homes in all three 
cities, but in all cases the difference is less than 1%. 
 
Discussion 
A review of the various changes discussed above shows that the 2017 FEC modifications to the 
2015 IECC result in a range of stringency impacts, from making the Florida code more stringent 
to no impact to making the Florida code less stringent.  A number of the changes only apply in 
certain cases such as if a multifamily project, or if certain efficiency credits apply to a project.  
Two of the most significant changes between the two codes are the increased FEC maximum 
building air leakage ACH50 and the FEC heat trap requirement, the first making the Florida code 
somewhat less stringent and the second making it slightly more stringent. 
 
Prescriptive code minimum one and two story sample houses simulated in three Florida cities 
showed the Prescriptive 2017 FEC to be consistently somewhat less stringent than the 
Prescriptive 2015 IECC.  There are some cases that were not modeled where energy use for the 
FEC would be less.  These are homes where air handlers are located in attic spaces.  The IECC 
allows that location whereas Florida disallows it for Prescriptive compliance. 
 
Performance code based simulations found that while space heating energy use was 
consistently slightly higher for the two 2017 FEC compliant sample houses compared to the 
weighted 2015 IECC compliant houses, space cooling use was slightly lower in four out of six 
cases, and in all cases the water heating and combined total use was slightly lower for the 2017 
FEC houses.   
 
The authors were not able to obtain actual code compliance method use percentages for the 
state, but based on their code related work anticipate that over 90% of new Florida residential 
construction complies via the Performance method.  For example, code forms from all 31 new 
homes evaluated for a 2012 FSEC code compliance study (Withers et al. 2012) were 
Performance based.  Based on straight average differences in estimated Prescriptive and 
Performance energy use from the sample home runs above, the 2017 FEC starts to exceed the 
stringency of the 2015 IECC in the state as a whole (equal weighting to Jacksonville, Tampa and 
Miami results) if 92% or more new residential projects comply via the Performance method.  
One factor discussed above that is not included in these results and will tend to increase the 
efficiency of homes built under the Florida code verses under the International code is the 
FRC’s balanced return requirement. 
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Conclusions 
As catalogued above, a number of construction type, component and equipment variables 
enter into an energy code comparison so actual results will depend on the details of the 
projects eventually built under the new code.  However, evaluated as outlined above including 
the assumption that 92% or more of the new residential projects in Florida comply via the 
Performance method, for the one and two story sample homes simulated for this report, the 
2017 FEC was shown to meet or slightly exceed the stringency of the 2015 IECC in the state as a 
whole. 
 
A parallel report to this one assessed the stringency of the commercial provisions of the 2017 
Florida Energy Code relative to ASHRAE Standard 90.1‐2013 (Nigusse and Swami 2016).  This 
report concluded that when all building types are considered, the commercial 2017 Florida 
Energy Code is slightly more stringent than ASHRAE Standard 90.1‐2013. 
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